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The Labgratory Measurement of Room to Room Airborne Sound Insulation

of a Suspended Ceiling to BS EN 20140-5;19%4

Test Numbers: 12&13
Manufacturer: Rockfon
Client: Rockion
Test specimen mounted by: Rockion
Test Date: 19/07/2008
Product identification: Ekla dB 40 - 1200x600mm - E1558 edge
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Rating according to BS EN IS0 717-1:1997
Dn,¢w (C;Ctr)= 40 (-2;-8) dB
Notes : * designates measurement corrected for backgrournd
# designates limit of measurement due to background
+ designates frequency beyond standard and not UKAS accredited Va1
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